health
Oepertmont
PROVINGE OF KWAZULU-NATAL

Opening Date:

Closing Date:

Closing Time:

INSTITUTION DETAILS

Institution Name:

Province:

Department or Entity:

Division or section:

Place where goods / services is required
Date Submitted

ITEM CATEGORY AND DETAILS

Quotation Number:

Item Category:

Item Description:

Quantity (if supplies)

Quotation Advert

2019-08-07

2019-08-26

1100

King Edward VIII hospital

KwaZulu-Natal

Department of Health

Central Supply Chain Management
KING EDWARD Vill HOSPITAL

2019-08-05

ZNQ:
KM 180\9

Services

SERVICE BOILER 1 AND 2 SHELL AND FLUE AS PER SCOPE

*NB QUOTES WILL BE HANDED OUT AFTER SITE BRIEFING

COMPULSORY BRIEFING SESSION / SITE VISIT

Select Type:

Date :
Time:

Venue:

QUOTES CAN BE COLLECTED FROM:

QUOTES SHOULD BE DELIVERED TO:

Compuisory Briefing Session
2019-08-14

11HOO

WILL BE HANDED OUT AFTER SITE BRIEFING

KING EDWARD VIIl HOSPITAL TENDOR BOX

ENQUIRIES REGARDING THE ADVERT MAY BE DIRECTED TO:

Name:
Email:
Cantact Number:

Finance Manager Name:

Finance Manager Signature:

No late quo}e&ill be cyéered

KHULANI MTHEMEBU
KHULANL.MTHEMBU@KZNHEALTH.GOV.ZA
031 360 3446

MISS NOMONDE ME

-




PROVINCE OF KWAZULU-NATAL
DEPARTMENT OF PUBLIC WORKS

PREVENTIVE MAINTENANCE SCHEDULE

TYPE OF SERVICE : BOILER SHELL AND FLUE REF :HF
SCHEDULE FqR : CODE : HF1-001c¢c
SCHEDULE FREQUENCY
INSTALLATION NAME :Boiler no 1 and 2 REF:
ORDER No.:

SERVICE PROVIDER

P.M. SERVICE RUNNING REPAIRS OTHER REPAIRS REQUIRED
{Apply for V.O. as Applicable) SUBMIT QUOTATION
ITEM INSTRUCTIEN: CHECK, Job OTHER NON-SPECIFIED TIME DESCRIPTION OF DESCRIPTION OF EST. | DESCRIPTION OF
ADJUST, CLEAN AS REQUIRED Done RUNNING REPAIRS DONE | TAKEN | SPARES USED EX EX OTHER REPAIRS TIME | SPARES REQUIRED
SITE FIRMS | REQUIRED REQ.
STOCK| STOCK

BOILER SHELL & FLUE

1.1 I Inspect & clegn ail control panels
(NOT WITH COMPRESSED AIR)

1.2 | Inspect all ref{actories

1.3 | Inspect furnace

1.4 | Combustion chamber walls to be
brushed & inspected

1.5 Check for boiler external corrosion.
Descale & repaint as specified

1.6 Check & examine studs & nuts for
wear & corrosion on manhole &
mudhole covers, & check for leaks.
Tighten as required

1.7 Clean and polish stainless steel
sheeting on boiler.

1.8 Clean fire tubes & tube plates

1.9 Check chimnay stack condition &
adjust stay wires as required

1.10 | Check for water & steam leaks &

| tighten as reguired

1.11 Check for loose components &
tighten

1.12 Check boiler flue is gas tight
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| CERTIFY THAT THE SPECIFIED SERVICE WAS CARRIED OUT AS INSTRUCTED BY THE PROJECT

LEADER OF THIS WORKS.

Parties responsible for works to sign |

on site.

NAME OF SERVICEMAN (BLOCK LETTERS): SIGNATURE: Company project manager
'NAME/S OF ASSISTANT/S: SEMI SKILLED: SIGNATURE:

NAME/S OF ASSISTANT/S: UNSKILLED: Company director
COMPANY NAME (BLOCK LETTERS): | SIGNATURE:

TIME IN: TIME OUT: TIME ON SITE: DATE: Official receiving document
FROM: TO: KM: TO: KM: TOTAL KM: SIGNATURE:
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